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PanelType

Recepticle

Service Panel

Light Pole

Service Panel on Light Pole

0 100 20050
Feet

VOLTAGE AMPERAGE GFCI QUANTITY VOLTAGE AMPERAGE GFCI

0 Recepticle 120 V 20 A No 1 13 Service Panel 120 V 20 A No
1 Service Panel 120 V 20 A Yes 8 125 V 30 A No

125/250 V 30 A No 1 240 V 20 A No
2 Service Panel 120 V 20 A Yes 1 14 Service Panel 120 V 20 A No

125 V 30 A No 2 125 V 30 A No
3 Service Panel 120 V 20 A Yes 1 15 Service Panel 120 V 20 A No

125 V 30 A No 1 125 V 30 A No
250 V 50 A No 1 250 V 50 A No

4 Service Panel 120 V 20 A No 1 16 Service Panel 240 V 20 A No
125 V 30 A No 3 120 V 20 A Yes

125/250 V 30 A No 1 17 Service Panel 120 V 20 A Yes
5 Service Panel 120 V 20 A Yes 2 18 Service Panel 120 V 20 A Yes

125 V 30 A No 2 125 V 30 A No
250 V 50 A No 2 19 Service Panel 120 V 20 A Yes

6 Service Panel 120 V 20 A Yes 2 250 V 30 A No
125 V 30 A No 4 20 Service Panel 120 V 20 A Yes

7 Service Panel 120 V 20 A Yes 5 120 V 20 A No
250 V 50 A No 2 35 Light Pole 120 V 20 A Yes

8 Service Panel 120 V 20 A Yes 12 40 Light Pole 120 V 20 A Yes
9 Service Panel 120 V 20 A Yes 10 46 Light Pole 120 V 20 A Yes

240 V 20 A No 2 49 Light Pole 120 V 20 A Yes
10 Service Panel 120 V 20 A No 1 61 Light Pole 120 V 20 A Yes

125 V 30 A No 3 63 Light Pole 120 V 20 A Yes
11 Service Panel 120 V 20 A No 3 64 Light Pole 120 V 20 A Yes

125 V 30 A No 3 65 Light Pole 120 V 20 A Yes
12 Service Panel 120 V 20 A Yes 3

125 V 30 A No 2
250 V 50 A No 1
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North Veteran's Park Electrical Panels


